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Q.  Reference:  Muskrat Falls Review: Exhibit 92:  The Lower Churchill Project, DC1070 – 1 

Preliminary Meteorological Load Review 2 

Was the decision not to use recommendations of Exhibit 92 - The Lower Churchill 3 

Project, DC1070 – Preliminary Meteorological Load Review related in any way to 4 

the total costing of the Muskrat Falls project? 5 

  6 

 7 

A. Please refer to Hydro's response to NP-NLH-012. 8 


