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Q.  Reference:  Response to the Request for Information NP-NLH-005 (Revision 1, 1 

June 3-15), page 4, lines 13-15. 2 

 3 

“In the case of the Labrador-Island transmission Link, engineering design has been 4 

completed, including tower design, prototype assembly and full scale testing, and 5 

materials have been ordered for the line.” 6 

 7 

Please provide all reports relating to the testing of the Labrador-Island transmission 8 

Link design, including prototypes and full scale testing.  9 

 10 

 11 

A. Please refer to Hydro's response to NP-NLH-089 for a description of the tests 12 

undertaken for the Labrador-Island Transmission Link structures and the results of 13 

those tests.  As the Board noted in Order No. P.U.  41(2014) at Page 26: 14 

 15 

…[i]t is not necessary for Hydro to provide detailed technical 16 
information or reports related to engineering and construction issues 17 
but rather should direct its response to the risks and consequences to 18 
the Island Interconnected system of the scenarios and issues raised. 19 


