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Q.  Reference:  Gas Turbine Failure Analysis, Final Report, Page 18, Lines 9 to 14: 1 

 2 

 “Hydro is currently evaluating the long term need and role for gas turbines on the 3 

Island Interconnected System, both on the Avalon and at other locations across the 4 

island.  This evaluation will inform if heavy investment into the Hardwoods and 5 

Stephenville current gas turbine engines is appropriate or if other options such as 6 

repowering or replacing is more appropriate.  Hydro expects to complete this 7 

evaluation as part of the Phase Two Outage Inquiry.” 8 

 9 

 What is Hydro’s current target date for the completion of its evaluation of the 10 

future of the Hardwoods and Stephenville gas turbines? 11 

 12 

 13 

A. Please see Hydro’s response to NP-NLH-168. 14 

 


