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Q.  Newfoundland and Labrador Hydro - EFLA Consulting Engineers Report - Structural Capacity 1 

Assessment of the Labrador Island Transmission Link, April 30, 2020 (“EFLA” Report)  2 

Please list and explain the basis for all April 30, 2020 EFLA report assumptions that differed from 3 

those made by SNC-Lavalin with respect to LIL design. For any specific assumptions addressed in 4 

responses to other requests for information at a level sufficient to satisfy this request, please 5 

note the relevant response number. 6 

 7 

 8 

A. Please refer to Newfoundland and Labrador Hydro’s response to PUB-NLH-080. 9 


